Gradski zavod za javno zdravlje
Centar za higijenu i humanu ekologiju
ATC Laboratorija za humanu ekologiju i ekotoksikologiju
AKP(E);;‘IUTTJEBAHA 11000 Beograd, Bulevar despota Stefana 54a
IAEOPATOPUIA tel: 011 20 78 620; faks: 011 32 35 080
3A UCNUTUBALE ' o 301
SRPS IS0/1EC 17025:2006 www.zdravlje.org.rs
o Broj: 18-12-5364
IZVE
ZVESTAJ O ISPITIVANJU Dahith: 26/12/2018

Naziv: JKP" Vodovod Viasotince” JBOLVIEGD W

Adresa: Nemanijina 36 16210 Vlasotince Ep. A4 -
Zahtev / Ugovor: o4. OA. 2212 rohy
Telefon / Fax; - Bazcec.nuue }

Naziv: Povrsinska voda

ID uzorka: 18-12-5364

Objekat: Reka

Lokacija:  Reka Rastavnica 50 m uzvodno od u$éa u reku Vlasinu, iznad naselja Boljare
Adresa: Vlasotince

Proizvodaé - Viasnik:

Uzorkovanie izvrsio: Dejan Spasojevic¢,visi san. tehniéar

Vreme uzorkovanija: 27/11/2018 10:30:00

Vreme prijlema uzorka  27/11/2018 18:30:00

Metod uzorkovanja: SRPS ISO 5667-6:2017, SRPS EN 1S019458:2009

Ostali podaci o uzorku: Transport uzorka: U rashladnom uredjaju
Temperatura pri transportu: +5°C

V program

Normativ: Bez normativa

Rezultati ispitivanja se odnose samo na ispitivani uzorak.
Sastavni deo ovog Izvestaja je Izvestaj Instituta za nuklearne nauke “Vinéa” br.1-1591
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| IZVESTAJ O ISPITIVANJU s 26/1212015
REZULTATI TERENSKIH ISPITIVANJA 3 =)
Parametar Vrednost MDK Standard/Metod
Zasitenie kiseonikom [%] 96 4ACH10360LD0O
Temperatura [°C] 84 USEPA  1701:74
pH vrednost 8.3 SRPSENISO 1052316
Kiseonik 02 Ima/m 10.48 4ACH10360LDO .
Elektrollllcka Drovodhlvost [uSfem1 125 SRPSEN  27888:09
) MDK - maksimaino d dozvolena koncentracjia o o e =
QOdobrio: Dr Dragan Paji¢,spec. higijene
| REZULTATI FIZIGKO-HEMIJSKIH LA SKIH ISPITIVANJA ]
Parametar Vrednost MDK # Standard/Metod
Fizicke i fizicko- hemijske karakteristike
Boja [*Co-Pt ska] 5 USEPA 110271
Boja prividna [°Co-Pt ska] 15 USEPA 110271
Miris Bez *USEPA ' 140.1:71
Mutnoca [NTU] 0.7 USEPA  180.1:93
pH vrednost 8 SRPSENISO  10523:16
Utrosak KMnOs [mg/l] 11.8 PRI PV-8a
HPK (KMnO4) O: [mg/l] 3 PRI P-IV-8a
HPK (K2Cr207) 02 [mg/] <10 VDM 0181
Suvi ostatak na 105°C [mg/l] 111 SMEWW 19th * m 2540 B.
Suspendovane materije na 103-105° G [mg/l] <1 SMEWW 18th ® m 2540 D,
Mineralizacija [mg/l] 107 SMEWW 19th * m 2540 B.
Elektroliticka provadijivost na 20°C [uS/em] 130 SRPSEN  27888:09
Vodonik sulfid H>S [mg/l] <0.04 IS0 10530:92
Ugliendioksid slobadan CO2 [mg/l] . <0.5 SMEWW 19th * 'm 4500 C
Cijanidi CN- [mg/l] <0.010 _—=ASIM D 203609
Slobodan hior [mg/] <0.05 KM ; Ag A .1, PV-18/8
p-alkalitet [ml 0.1NHCI] 1.4 /5 &S EéE 1.07
m-alkalitet [ml 0.1 NHCI] 14.3 ,“‘QUJ §ﬂf ENIS% 3-1:07
Ukupna tvrdoca [°dH] 25 \: a \"'""".L'i' e LV-22/A
Karbonaina tvrdoéa [PdH] <0.5 W Oy, fﬁ o P-V-22A
Nekarbonatna tvrdoé 25 k’.’“*m‘?'ipvzm
ekarbonatna tvrdoca [°dH]
Karbonati COs2 [mg/] 8.4 SRFSEN/ € 03107
Bikarbonati HCOs [mg/l] 70.2 SRPSENISO  9963-1:07
Amonijak NHs [mg/l] <0.05 PRI * P-V-21B
Nitriti NO2~ [mg/l] <0.020 USEPA  300.1:93
Nitrati NOs™ [mg/l] 0.6 USEPA  300.1:93
Hioridi CI- [mg/i] 28 USEPA  300.1:93

Report HMB

Izdanjedizmena: 1/2, vazi od 03.05.2017.

Strana 2 0d 8




Gradski zavod za javno zdravije
Centar za higijenu i humanu ekologiju
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Broj: 18-12-5364
IZVESTAJ O ISPITIVANJU
Datum: 26/12/2018
Sulfati SO42 [mg/)) 8.2 USEPA  300.193
Ortofosfati mg/l p [mgn] 0.011 SRPSENISO  6878:08
Fluoridi F~ [mg/] 0.064 USEPA  300.1.93
UV absarpcija na 254nm [m-1] 6.5 SMEWW 19th * m 5010
BPKs [mg/l] 0.8 SRPSEN  1899-2-09
Ukupni azot N [mg/l] <1 SRPSEN  12260:08
Ukupan hlor Cl [mgyl] 0.5 SRPSENISO  7393-209
Amonijum jon NH4 [mgh] 0.11 SRPSENISO  14911:09
Fasfor P [mg/l] <0.055 VDM 0254
Smesa organskih Jjedinjenja
Deterzenti anjonski [mg/] <0.02 SMEWW 18th * m 5540 ¢
Fenolni indeks [mg/] <0.001 VDM 0265 >
Ukupni organski uglienik TOC [mg/] 234 SRPSISO  8245:07
AOX [pg/l] 56 SRPSISO 95622008
Ugliovodonici pareklom iz benzina C6-C10 [mg/] <0.01 VDM 0132 *'
Ugljovodonici poreklom iz dizela G10-G28 [ma/] <0.05 VDM 0133
Indeks ugljovodonika C10-C40 [mg/1] <0.050 VDM 0267 =
Melali, tehnika Direct Mercury Analizer
Ziva Hg [mg/I] <0.0002 VDM 0282 = |
Metali, tehnika ICP-OES
Aluminijum Al [mg/|] 0.057 VDM 0254
Bakar Cu [mg/|] <0.010 VDM 0254
Bor B [mg/l] <0.05 VDM 0254
Cink Zn [mg/l] <0.001 VDM 0254
Gvozde Fe [mg/l] 0.064 VDM (254
Hrom Cr [mg/|] <0.005 VDM 0254
Kalcijum Ca [mg/l] 15.9 :
Kalijum K [mg/] 1.25
Magnezijum Mg [ma/] 5.01 :
Mangan Mn [mg/] 0.008 m 2540 B,
Natrijum Na [mg/] 4.02
Metali, tehnika ICP/MS
Arsen As [mg/l] <0.001
Selen Se [mg/l] <0.001 VDM 0255 *!
Antimon Sb [mg/|] <0.0004 VDM 0255 T‘
Olovo Pb [mg/l] <0.001 VDM 0255
Nikl Ni [mg/I] <0.001 VDM 0255
Kadmijum Cd [mg/)] <0.0002 VDM 0255 *
Pesticidi, LC-MS/MS
Ukupni pesticidi GC/MSD i LC-MS/MS [ug/] <0.05 e
Atrazin [ug/] <0.01 YOHR
Metolahlor [pg/i] <0.01 vomMo219
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Izdanjeizmena: 1/2, vazi od 03.05.2017. Strana 3 od 8



Gradski zavod za javno zdravije
‘ Centar za higijenu i humanu ekologiju
- Laboratorija za humanu ekologiju i ekotoksikologiju
b | 11000 Beograd, Bulevar despota Stefana 54a

AKPEMTOBAHA
NAGOPATOPUIA ' tel: 011 20 78 620; faks: 011 32 35 080

3A UCNUTUBASE
SRPS ISO/IEC 17025:2006

www.zdravlje.org.rs

IZVESTAJ O ISPITIVANJU Sl 18-12-5364
B 3 . Datum: 2@"2]231_8

Hiorotoluron [ug/] <0.01 VDM 0219
Izoproturon [ug/] <0.01 VDM 0219 =
Karbofuran [uig/] <0.01 VDM " 0219
Pesticidi, GC/MSD

Alahlor [ug/l] <0.05 VDM 0005
Aldrin/Dieldrin [ug/] <0.01 VDM 0005

DDT [ug/ <0.05 VDM 0005 .
Heksahlorbenzol [ug/) <0.005 VDM 0005
Heptahlor/Heptahlorepoksid [ug/] <0.01 VDM 0005 *= .
Lindan [pg/l) <0.05 VDM 0005 "=
Molinat [pg/] <0.05 VDM 0005 .
Pentahlorfenal [ug/) <0,05 VDM " 0005
Permetrin [Lg/] <0.05 VDM 0005 ™
Simazin [pg/] <0.05 VDM 0005 **
Trifluralin [pg/(] <0.05 VDM 0005 .
Pendimetalin [ug/] <0.05 VDM "' 0005
Piridat [ug/l] <0.05 VDM " 0005
Bentazon [ug/l] <0.05 SRPSENISO 1591309
Dihlorprop [ug/l] <0.05 SRPSENISO  15913:09
2,4-D [ug/] <0.05 SRPSENISO  15913:09
2,4,5-T [ug/l] <0.05 SRPSENISO  15913:09
2,4,5-TP [ug/] <0.05 SRPSENISO  15913:00
2,4-DB [ug/l] <0.05 SRPSENISO 1591309
Mekaprop [ug/l] <0.05 SRPSENISO 1591309
MCPA [ug/l] <0.05 SRPSENISO 1501309
MCPB [ug/] <0.05 SRPSENISO  15913:09
MCPP [ug/] <0.05 SRPSENISO  15913:09

Polihlorovani bifenili PCB GC/MSD

Ukupni polihlorovani bifenili [ug/l] <0.01

2-hlorobifenil [ug/] <0.01

2,3-dihlorbifenil [g/] <0.01

2,4 5-trihlorbifenil [ug/] <0.01

2,2,4 4-tetrahlorbifenil [ug/] <0.01

2,2,3,4,6-pentahlarbifenil [ug/l] <0.01

2,2,4.45 6-heksahlorbifenil [ugh] <0.01

2,2,3,3,4,4,6-heptahlorbifenil [Hg/] <0.01

2,2,3,3,5,5,6,6-oktahlorbifenil [ug/ <0.01

Policiklicni aromaticni ugljovodonici GC/MSD

Ukupni palicikliéni aromatiéni ugliovadonici [ug/] <0.01 VDM 0005 ™

Fluoranten [pg/] <0.01 VDM 0005 ™ .

Benzo 3,4-fluoranten [ug/i] <0.01 VDM 0005 ' .

Benzo 11,12-fluoranten [ug/l] <0.01 VDM 0005 "

Benzo 1,12 - perilen [ug/l] <0.01 VDM 0005 .
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Nalaz:

Datum zavrSetka ispitivanja: 18/12/2018
Vesna Milutinovié,spec. toksikologije

Odobrio:

05.2017,
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IZVESTAJ O ISPITIVANY

Indeno (1 +2,3-cd) piren [ugn <0.01
Benzo (a) piren [ug/] <0.01
Sporedni proizvody dezinfekcijje GC/ECD

Dibromacetonitril (DBAN) [ug/] <0.05
Dihloracetonitril (DCAN) g/ <0.05
Trihloracetonitril TGAN [ug/) <0.05
Bromhloracetonitri| (BCAN) [ug/] <0.05
Hlorpikrin (GP) [Hg/] <0.05
1,1-dihlor-2-propanon (DCP) [ugn] <0.05
1, 1‘,1-trihlor—2-propanon [uar] <0.05
Lakoisparljiva organska jedinjenja GC/MSD/PT

Ukupni trihalometani [na/) <0.5
Bromoform [ug/] <0.1
Dihlorbrommetan [ug/ <0,1
Dibromhlormetan [ng/] <0.1
Hloroform [ugn] <0.5
1,1-dihloretan [ug/] <0.1
1,2-dihloretan (g <0.1
Dihlormetan [ug/] <0.5
1,1,1-trihloretan [bg/] <0.1
Uglientetrahlorid [ngA) <0.1
1,2-dibrom-3-hlorprnpan [Hg/] <0.2
1,1,2,2-tetrahloretan [ug/ <0.1
1. 1-dihloreten [ug/] <0.1
1,2-dihloreten [Hg/) <0.1
Trihloreten [ug/] <0.1
Tetrahloreten [ug/] <0.1
Vinilhlorid [ug/] <0.1
1,2-dihlorbenzol [ug/] <0.15
1,3-dihlorbenzol [ug/] <0.15
1.4-dihlorbenzol [ug/] <0.15
Benzol [ug/l] <01
Etilbenzol [ig/l] <0.1
Ksilol ukupni [g/] <0.1
Stirol [ug/] 0.1
Toluol [ug/l] <0.1

njak do 1 mg/l

;VB roj:

0 301

1

VDM 0005 ™=

=]
8-12-5364
LPatum: 2611212013

VDM 0005 =

VDM 0008 "'
VDMmOB " -
VDM 0008 ™

VDM 0008 "'

VDM 0008 "' .
VDM 0008 '

VDM 0008 '

SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO
SRPS ENISO

SRPS ENISO

15680:09
16680:09
15680:09
15680:09
15680:09
1668009
15680:09
15680:09
15680:09
15680:09
15680:09
16680:09
15680:09
15680:09
15680:09
15680:09

15680:09
15680:09
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Centar za higijenu i humanu ekologiju
Laboratorija za humanu ekologiju i ekotoksikologiju
11000 Beograd, Bulevar despota Stefana 54a
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s T RS e e
IZVESTAJ O ISPITIVANJU Batuin: 26/12/2018

T ee——————— e —

ATC
01-036

AKPE[IMTOBAHA

JIABOPATOPUIA

3A MCNUTUBAHE
SRPS ISO/IEC 17025:2006
(i S

Parametar Vrednost DV ##  Standard/Metod
Rezultati mikrobioloskog ispitivanja

Kaliformne bakterije fekalnog porekla u 100ml MPN <1 VDM 0185 ™
Ukupne kaliformne bakterije u 100 ml MPN 9600 VDM 0185 *
Crevne enterokoke u 100 ml 7.5 IDEXX - IDX ™ 33/04-02/

) YD - maksimaino dozvoljena vrednost

Izolovani mikroorganizmi identifikovani su kao Enterobacter sp.

Datum zavrSetka ispitivanja: 04/12/2018
Odobrio: Dr Sladana Randelovié¢,spec. mikrobiologije

Report HMB
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IZVESTAJ O ISPITIVANJU fe: izt
e SN e i iy Sy L = E)ﬂum: 26/12/20@
REZULTATI BIOLOSKIH | PA OLOSKIH LABORATORIJSKIH ISPITIVANJA ey
Parametar Vrednost MDYV @) Standard
Fitoplankton
Bacillariophyta, Achanthidium spp. [ind/] 200 VDM 0004
Bacillariophyta, Achnanthes spp. [ind/] 50 VDM 0004
Bacillariophyta, Cocconeis spp. [ind/l] 70 VDM ™ 0004
Bacillariophyta, Cymbella spp. [ind/l] 10 *VOM * 0004
Bacillariophyta, Diatoma spp. [ind/i] 100 VDM * 0004
Bacillariophyta, Fragilaria spp. [ind/] 50 “VDM ° 0004
Bacillariophyta, Gomphonema spp. [ind/l] 10 VDM 0004
Bagillariophyta, Melosira spp. [ind/I] 40 VDM ¥ 0004
Bacillariophyta, Navicula spp. [ind/l] 100 VDM 0004
Bacillariophyta, Nitzschia spp. [ind/l] 30 VDM 0004
Bacillariophyta, Pinnularia spp. [ind/l] 400 VDM 0004
Bacillariophyta, Surirella spp. [ind/l] 40 VDM 0004
Mikoloski nalaz
Kvasnice i plesni [kol/100 ml] 55 *VDM * 0004

() ME]Z;?E/(SI}HHIE)O‘—QZVO[/EHB vrednost

Nalaz: REZULTATI PARAZITOLOSKIH ISPITIVANJA
U donetom uzorku vode metodom koncentracije nisu nadjene patogene
protozoe, paraziti ni njihova jaja*.
*Metoda nije akreditovana.

Datum zavretka ispitivanja: 03/12/2018

Odobrio biologka ispitivanja: Ana Blagojevic, dipl. biolog

Odobrio parazitoloska ispitivanja  Dr Hranislav Kacarevi¢, spec. mikrobiologije

dinowic, Spec. higijen:

?ifj‘!gf

| LEGENDA PRIMENJENIH PRAVILNIKA | STAND,

Standard Opis
M *Us EPA Metoda van obima akreditacije/This method is not accredited
1 «ypm Metoda van obima akreditacije/This method is not accredited
(1 =yppm Parametar van obima akreditacije metode/This method is not acredited for this
parameter

Report HMB
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1ZVESTAJ O ISPITIVANJU ham" ‘8'12‘5@
- Datum: 26/12/201 BJ
15 pR| Voda za pi¢e, Standardne metode za ispitivanje higijenske ispravnosti, S2zZ, Beograd
1990.
% SMEWW 19th Standard methods for Examination of Water and Wastewater 19th Edition 1995
E0vDM 0255 Method 200.8. “Determination of trace elements in waters and wastes by inductively
coupled plasma - mass spectrometr”
EPA 3015 Microwave assisted acid digestion of aqueous samples and extracts H.M.
'Skip’ Kingston, Duquesne University, Pittsburgh, PA USA
1% vDM 0005 EPA method 525.2: Determination of Organic Compounds in Drinking Water by Liquid-
Solid Exiraction and Capillary Column Gas Chromatography/Mass Spectrometry,
revizija 2,1995
EPA method 625:Base/Neutrals and Acids-Semivolatile Organic Compounds by Isotope
11 vDM 0008 EPA Method 551.1: Determination of Chlorination Disinfection Byproducts, Chlorinated
Salvents, and Halogenated Pesticides/Herbicides in Drinking Water W@Fﬁ:bquid
Extraction and Gas Chromatography with Electron-Capture Dete@h%n?\ %\ﬂsﬁané\ 0.
120 vDM 0132 EPA Method 8015 D nonhalogenated organics using GC/FID // = w C;S—' _.-,4535,
EPA metoda 3810A - stati¢ki ,head space* metod t b) i ca, <
Izmene u delu koji se odnosi na kolonu, sredsivo za ekstrakci st péqurg prd‘é’r
kolone.

22 VDM 0133 EPA Method 8015 D nonhalogenated organics using GG/FID \\’5“/ XXX 39* /
EPA Methad 3510 separatory funnel liquid-liquid extraction Jeph L
Izmene u delu koji se odnosi na injekior, temperaturni program, kolonu sredstvo za

ekstrakeiju i pripremu uzorka

129 VDM 0181
29 VDM 0185

27 VDM 0219

039 IpEXX - IDX

285 VDM 0265

87) VDM 0267

%2 VDM 0282

Uputstvo proizvodaéa opreme Lovibond za HPK

Voda za pi¢e, Standardne metode za ispitivanje higijenske ispravnosti, SZZzZ, Beograd
1990.,s1tr.629-630, metoda1.2

Modifikovan standard/Modificated standard SRPS EN ISO 11369:2008 Kvalitet vode -
Odredivanje agensa za tretman biljaka - Metoda LC visoke performanse sa UV-
detekcijom posle évrste/tetne ekstrakcije, lzmene u odnosu na standarrd: tacka —
umesto HPLC-DAD kor

Enterolert E i DW

Modifikovana metoda/Modificated method SRPS ISO 6439:1997 - Odredivanje
fenolnog indeksa -spekirofotometrijska metoda sa 4-aminoantipirinom posle destilacije
(UV-VIS spekirofolometrija) ~modifikovana u delu opsega ispitivanja i merenja
Modifikovana metoda/Modificated method SRPS EN 1SO 9377-2:2009 Kvalitet vode —
Odredivanje ugliovodoniénog indeksa - Deo 2: Metode gasne hromatografije nakon
ekslrakcije rastvaratem — modifikovana u delu ispitivanja

EPA 7473 Mercury in saolids and solutions by Thermal Decomposition, Amalgamation
and Atomic

Absormption Spectrophotometry

Report HMB
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INSTITUT ZA NUKLEARNE NAUKE “WINCA” £t

Laboratorija za zastitu od zracenja i zastitu ATC
Zivotne sredine AKP;”;TZD’BAHA ‘|
Laboratorija za radijaciona merenja TAGOPATOPIOA |
3A UCNUTUBAHE

SRPS ISO/1EC 17025:2006 |

— )

Oznaka: 7P .3.100.38.1.1

Verzija: 2.0
Strana: I od 2

IZVESTAJ O ISPITIVANJU

UKUPNE ALFA I BETA AKTIVNOSTI U UZORKU VODE

Podnosilac zahteva i

broj

Adresa podnosioca
zahteva i PIB
Vrsta uzorka

Vrsta ispitivanja

Primenjeni
standardi i propisi

Metoda ispitivanja

Broj zapisnika o
ispitivanju

Merna oprema

Metroloska
sledivost

Rezultati ispitivanja

Datum ispitivanja

Merio:

Jankovié
Tehni¢ki rukovodilac

N >y 3 L 7\/(2/; r‘/
oy

dr l\dﬁﬁﬁk;&?ﬁ\f

Broj: 1-1591  Datum: 07.12.2018.

Gradski zavod za javno zdravlje, Centar za higijenu i humanu ekologiju
[1-8 br. 16/293 od 28.11.2018.

Bulevar despota Stefana 54-a, 11000 Beograd

PIB 100044907

Povriinska voda, reka rastavica, uliv u Vlasinu

Merenje ukupne alfa i ukupne beta aktivnosti

Pravilnici (SluZbeni Glasnik RS, 36/18; SluZbeni Glasnik RS, 38/11;
Sluzbeni Glasnik RS, 97/1 1)

Method 900.0 Prescribed Procedures for Measurement of Radioactivity in
Drinking Water EPA-600/4-80-032, 1980.

ZP.3.100.36.1.1-319/18

Niskofonski o/p proporcionalni broja¢, Thermo Eberline FHT 770T

Za etaloniranje proporcionalnog brojaca korigéeni su Am-241 i Sr-90
(Czech Metrology Institute), koji imaju sledljivost do BIPM.

Dati su na strani 2

06.12.2018.

Rukovodilac Laboratorije za radijaciona
merenja

dr Olivera Ciraj-Bjelac
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Rezultati ispitivanja

1. Uzorkovanje

U Laboratoriju je donet uzorak Povrsinska voda, reka rastavica, uliv u Vlasinu, ID broj 18-12-
5364.

2. Primenjeni postupci
2.1. Priprema uzoraka

Priprema uzoraka za merenje ukupne alfa i ukupne beta aktivnosti izvréena je po metodi 900.0

Prescribed Procedures for Measurement of Radioactivity in Drinking Water EPA-600/4-80-
032, 1980.

2.2. Metode merenja

Ukupna alfa i ukupna beta aktivnost su merene na gasnom proporcionalnom o/p brojatu
THERMO-EBERLINE FHT 770T.

3. Rezultati merenja

Rezultati merenja ukupne alfa i ukupne beta aktivnosti uzorka broj 319, dati su u Tabeli 1.

Merna nesigurnost je izrazena kao proSirena merna nesigurnost za faktor k=2, koji za

normalnu raspodelu odgovara nivou poverenja od 95 %.

Tabela 1. Ukupna alfa i ukupna beta aktivnost uzorka

Vrsta zratenja Aktivnost (Bg/L)
alfa 0,063 + 0,007
beta 0,080+ 0,010

4, ZAKLJUCAK

Na osnovu rezultata merenja, vrednosti ukupne alfa i ukupne beta aktivnosti u dostavljenom
uzorku, PovrSinska voda, reka rastavica, uliv u Vlasinu, ID broj 18-12-5364 SU U SKLADU sa
Pravilnikom o granicama sadrzaja radionuklida u vodi za pice, Zivotnim namirnicama, sto¢noj
hrani, lekovima, predmetima opSte upotrebe, gradevinskom materijalu i drugoj robi koja se
stavlja u promet (Sluzbeni Glasnik RS, 36/18). Rezultati merenja se odnose samo na ispitivani

uzorak.

Kraj izve$taja o ispitivanju

Bez posebnog odobrenja LRM, ovaj izvestaj se sme umnozavati isklju¢ivo u celosti
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Na osnovu rezultata obavljenih laboratorijskih ispitivanja i struénog razmatranja
utvrdeno je da je kontrolisani uzorak povrSinske vode reke Rastavnice, pod
nazivom:

Povrsinska voda (ID: 18-12-5364)
od 27.11.2018.

zadovoljava normu za lll klasu kvaliteta povrsinskih voda prema ispitanim fizicko-
hemijskim i mikrobioloskim parametrima, a u skladu sa odredbama Uredbe o
grani¢nim vrednostima zagadujucih materija u povrsinskim i podzemnim vodama |
sedimentu i rokovima za njihovo dostizanje ("Sl. glasnik RS", br. 50/12) za reke tipa
3.

Povrsinske vode koje zadovoljavaju Il klasu kvaliteta, prema navedeno] Uredbi
(,SI. glasnik RS*, br. 50/12), mogu da se koriste za snabdevanje vodom za pice uz
prethodni tretman koagulacijom, flokulacijom, filtracijom i dezinfekcijom, kupanje i
rekreaciju, navodnjavanje, industrijsku upotrebu (procesne i rashladne vode).

Aljosa Tanaskovic, dipl. biolog
Nacelnik Jedinice:

Dr Dragan Paji¢ c. higijene
Mesto i datum izdavanja izveétaja k
Beoarad. 26.12.2018. T 242
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